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Mounting Enthalpy Heat Exchanger Excellent 300/400
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6 Place the enthalpy heat exchanger into the appliance.

1 = Heat exchanger article code:
532059
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7 Place the frontcover and filters back.
Close the filterdoor.
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1 = Close the condensate
discharge with the supplied cap.
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Mounting Enthalpy Heat Exchanger Sky 300
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5 Swing open the front panel (can also be taken from the hinges, if required).
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For celling mounting, carefully remove the condensate bin; there may be still some condensate left in
the condensate bin.
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11 Place the enthalpy heat exchanger into the appliance.

1 = Enthalpy heat exchanger
article code: 532060

12 Place the condensate bin, the frontcover and the filters back.

13

1 = Close the condensate
discharge with the supplied
sliding sleeve & cap.
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1 = heat recovery ventilation
2 = manually
3 = filter notification

1 = heat recovery ventilation
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